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DETROIT GRAND RAPIDS CHICAGO 
(248) 426-0165 (616) 930-4116 (847) 462-9687
Farmington Hills, MI Cedar Springs, MI Cary, IL

November 18, 2022 

Mr. Bernie Bowers 
Operations Supervisor 
Wyandotte Public Schools  
639 Oak Street 
Wyandotte, Michigan 48192 
Bowersb@wy.k12.mi.us 

RE:  AEG Project # AE220046 
Lead Drinking Water Sampling 
JoBrighton Skill Center 

Dear Mr. Bowers: 

Pursuant  to  the  request  of  Wyandotte  Public  Schools,  Arch  Environmental  Group,  Inc.  (AEG)  collected  six  (6)  
representative  first  draw  drinking  water  lead  samples  on  November  5,  2022,  at  JoBrighton  Skill  Center  during a 
normal usage period. 

General Information about Lead  
There is no federal law requiring testing of drinking water in schools and childcare facilities, except for those that 
have and/or operate  their own public water system and  therefore are subject  to comply with  the Safe Drinking 
Water Act (SDWA).  Drinking water programs are conducted on a voluntary basis.  

Lead enters drinking water: 

1. Through Corrosion
Most lead gets into drinking water after the water leaves the local well or treatment plant and comes into
contact with plumbing materials containing lead. These include lead pipe and lead solder (commonly used
until  1986)  as  well  as  faucets,  valves,  and  other  components  made  of  brass.  The  physical/chemical
interaction that occurs between the water and plumbing is referred to as corrosion. The extent to which
corrosion occurs contributes to the amount of lead that can be released into the drinking water.

2. Faucet Aerators
Many taps that are used to provide water for human consumption have an aerator as part of the faucet
assembly. Screens are not intended to remove contaminants in the water but may trap sediment or debris
as water passes through the faucet. Lead bearing sediment may end up  in drinking water from physical
corrosion of leaded solder and can build up in the aerator over time.

3. Galvanized Piping
Additionally, galvanized pipes are old iron pipes that were installed in many homes built before the 1960s.
Over many years, old corrosion scales build up inside the walls of galvanized pipes. These pipes can cause
discolored water and pressure issues. Galvanized pipes can also release lead in water if you have or ever
have had a lead service line.



AE220046            Pg. 2 
Lead Drinking Water Sampling 
JoBrighton Skill Center 

 

 

 
4. Brass Pipes, Faucets Fittings and Valves 

Brass used prior to 2014 to deliver drinking water can contribute to lead levels at the tap.  Lead has long 
been  used  in  the  foundry  process  to make  brass  castings  pressure  tight. Lead  is  sometimes  added  in 
concentrations of about 2%. 
 

Action Levels 
The Lead and Copper Rule  (LCR)  is a  treatment  technique rule.  Instead of setting a maximum contaminant  level 
(MCL)  for  lead or  copper,  the  rule  requires public water  systems  to  take  certain  actions  to minimize  lead  and 
copper in drinking water.  The Action Level for lead is 15 ug/L (15 ppb). Beginning January 1, 2025, the action level 
for lead in the State of Michigan will be lowered to 12 ug/L (12 ppb).  In August 2016, the Michigan Department of 
Environment, Great Lakes, and Energy  (EGLE)  recommended school districts use  the contaminate  level goal of 5 
ug/L  (5 ppb).   Finally,  in May of 2019, The American Academy of Pediatrics called  for new  federal  standards  to 
ensure water lead concentrations do not exceed 1 ug/L (1 ppb). For this sampling event, the district shall utilize 12 
ug/L (ppb) as the Action Level. 
 
Common Drinking Water Outlets 

 
 
Collection Procedures    
All water samples were collected utilizing 250 milliliter (mL) sample bottles as recommended in the August 1, 2016, 
Version  3.0  “EGLE  Guidance  on  Drinking  Water  Sampling  for  Lead  and  Copper  at  Schools  and  Daycares  on 
Community  Water  Supplies”.  Sample  results  are  representative  of  the  specific  fixture  sampled  and  do  not 
represent the distribution system or other fixtures. 
 
First Draw Sampling: 
AEG collected first draw samples.  A first draw is the water that is the first to come out of the tap after the period 
of 8‐24 hours of inactivity.   
 
All  locations  sampled  identified  lead below  the 12 ug/L Action Level. No  further action  is  recommended at  this 
time.        
 
If you have any questions regarding the report, please feel free to contact the cleanWATER team at (248) 426‐0165 
[office]. 
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Sincerely, 
 
Arch Environmental Group, Inc. 
Environmental Services 
 

 
 
Victoria Heed 
Consultant, D‐5 Waterworks Operator #22152 
 
Attachments:  Results Table  

Analytical Results & Chain of Custody 



Wyandotte Public Schools
Drinking Water Analysis 

Project Number: AE220046

Sample # Location Type¹
Time 

Collected

District Lead 
Action Level 

(ug/L)²

Lead Results 
(ug/L)

Aerator 
Present  Y/N

POU Filter 
Present  Y/N

Filter 
Date/Color

JoBrighton-01
Hallway Next to Room 34, 
Right of Two Fixtures, 
Hydration Station, Bottle Fill

HS 1:24 PM 12 ND3 Y Y Red

JoBrighton-02
Cafeteria Adjacent to 
Courtyard, Hydration Station, 
Bottle Fill

HS 1:34 PM 12 Y Y Green

JoBrighton-03 Room 18, Faucet F 1:47 PM 12 1 N N N/A

JoBrighton-04
Hallway Adjacent to Room 
17, Bubbler 

B 1:40 PM 12 1 N N Unknown

JoBrighton Skill Center
Date of Sampling: November 5, 2022

Sampler: Zachary Fortin

Notes

Initial First Draw

Initial First Draw

Initial First Draw

Initial First Draw



Wyandotte Public Schools
Drinking Water Analysis 

Project Number: AE220046

Sample # Location Type¹
Time 

Collected

District Lead 
Action Level 

(ug/L)²

Lead Results 
(ug/L)

Aerator 
Present  Y/N

POU Filter 
Present  Y/N

Filter 
Date/Color

JoBrighton Skill Center
Date of Sampling: November 5, 2022

Sampler: Zachary Fortin

Notes

JoBrighton-06
Hallway Adjacent to 
Cafeteria, Hydration Station, 
Bottle Fill

HS 12:44 PM 12 ND Y Y Red

JoBrighton-10 Room 16, Left Faucet F 1:08 PM 12 2 Y N N/A

Initial First Draw

Initial First Draw



2105 Pless Drive  Brighton, Michigan 48114  Phone (810)229-7575  Fax (810)229-8650  E-mail bai-brighton@sbcglobal.net

TM

November 16, 2022

Arch Environmental Group

37720 Interchange Dr.

Farmington Hills, MI  48335

Subject: JoBrighton Skill Center IFD

AE220046 - WPS

Dear Ms. Sendra :

The invoice for this project will be emailed separately.  If you have any questions 

concerning the data or invoice, please don't hesitate to contact our office. We 

welcome your comments and suggestions to improve our quality systems.  Please 

reference Brighton Analytical, L.L.C. Project ID 85914 when calling or emailing. 

We thank you for this opportunity to partner with you on this project and hope to 

work with you again in the future.

Thank you for making Brighton Analytical, L.L.C. your laboratory of choice. 

Attached are the results for the samples submitted on 11/09/2022 for the above 

mentioned project. NELAP/TNI Accredited Analysis and EGLE Drinking Water 

Certified Analysis will be identified in their respective reporting formats. Hard 

copies can be supplied at your request for a fee of $20.00 per copy.

Sincerely,

Brighton Analytical, L.L.C.

Environment, Great Lakes, and Energy



Report Date: 11/16/2022

Sample ID:

Brighton Analytical LLC

2105 Pless Drive

Brighton, Michigan 48114

Phone: (810)229-7575 (810)229-8650

e-mail:bai-brighton@sbcglobal.net

EGLE Certified #9404

NELAC Accredited #176507

Arch Environmental Group

37720 Interchange Dr.

Farmington Hills, MI  48335

JoBrighton-01 Hallway Next Room 34 Right 2 Fixtures HydStaBF

11/09/2022

11/05/2022Sample Date/Time:

Submit Date/Time:

JoBrighton Skill Center IFDProject Name:

Project Number:

BA Project # 85914

Analyte Name Result Units RL Method Reference Analysis DateMCL

BA Sample ID CS03288

Analysis Time

13:24

13:40

AE220046 - WPS

Analyst

Drinking Water Metal Analysis

Not detectedTotal Lead (Drinking Water) 1 EPA 200.8 rev5.415 15:02ug/L LT 11/15/2022

RL=Reported detection limit for analytical method requested.  Some compounds require special

analytical methods to achieve EGLE designated target detection limits (TDL).

Released by   

Date

MCL = Maximum contaminant Levels.

Analysis not specifically identified as drinking water are for non-regulatory compliance purposes.

11/16/2022

Page 1 of 1



Report Date: 11/16/2022

Sample ID:

Brighton Analytical LLC

2105 Pless Drive

Brighton, Michigan 48114

Phone: (810)229-7575 (810)229-8650

e-mail:bai-brighton@sbcglobal.net

EGLE Certified #9404

NELAC Accredited #176507

Arch Environmental Group

37720 Interchange Dr.

Farmington Hills, MI  48335

JoBrighton-02 Cafeteria Adjacent Courtyard HydSta BF

11/09/2022

11/05/2022Sample Date/Time:

Submit Date/Time:

JoBrighton Skill Center IFDProject Name:

Project Number:

BA Project # 85914

Analyte Name Result Units RL Method Reference Analysis DateMCL

BA Sample ID CS03289

Analysis Time

13:34

13:40

AE220046 - WPS

Analyst

Drinking Water Metal Analysis

Not detectedTotal Lead (Drinking Water) 1 EPA 200.8 rev5.415 15:05ug/L LT 11/15/2022

RL=Reported detection limit for analytical method requested.  Some compounds require special

analytical methods to achieve EGLE designated target detection limits (TDL).

Released by   

Date

MCL = Maximum contaminant Levels.

Analysis not specifically identified as drinking water are for non-regulatory compliance purposes.

11/16/2022

Page 1 of 1



Report Date: 11/16/2022

Sample ID:

Brighton Analytical LLC

2105 Pless Drive

Brighton, Michigan 48114

Phone: (810)229-7575 (810)229-8650

e-mail:bai-brighton@sbcglobal.net

EGLE Certified #9404

NELAC Accredited #176507

Arch Environmental Group

37720 Interchange Dr.

Farmington Hills, MI  48335

JoBrighton-03 Room 18 Faucet

11/09/2022

11/05/2022Sample Date/Time:

Submit Date/Time:

JoBrighton Skill Center IFDProject Name:

Project Number:

BA Project # 85914

Analyte Name Result Units RL Method Reference Analysis DateMCL

BA Sample ID CS03290

Analysis Time

13:47

13:40

AE220046 - WPS

Analyst

Drinking Water Metal Analysis

1Total Lead (Drinking Water) 1 EPA 200.8 rev5.415 15:07ug/L LT 11/15/2022

RL=Reported detection limit for analytical method requested.  Some compounds require special

analytical methods to achieve EGLE designated target detection limits (TDL).

Released by   

Date

MCL = Maximum contaminant Levels.

Analysis not specifically identified as drinking water are for non-regulatory compliance purposes.

11/16/2022

Page 1 of 1



Report Date: 11/16/2022

Sample ID:

Brighton Analytical LLC

2105 Pless Drive

Brighton, Michigan 48114

Phone: (810)229-7575 (810)229-8650

e-mail:bai-brighton@sbcglobal.net

EGLE Certified #9404

NELAC Accredited #176507

Arch Environmental Group

37720 Interchange Dr.

Farmington Hills, MI  48335

JoBrighton-04 Hallway Adjacent Room 17 Bubbler

11/09/2022

11/05/2022Sample Date/Time:

Submit Date/Time:

JoBrighton Skill Center IFDProject Name:

Project Number:

BA Project # 85914

Analyte Name Result Units RL Method Reference Analysis DateMCL

BA Sample ID CS03291

Analysis Time

13:40

13:40

AE220046 - WPS

Analyst

Drinking Water Metal Analysis

1Total Lead (Drinking Water) 1 EPA 200.8 rev5.415 15:09ug/L LT 11/15/2022

RL=Reported detection limit for analytical method requested.  Some compounds require special

analytical methods to achieve EGLE designated target detection limits (TDL).

Released by   

Date

MCL = Maximum contaminant Levels.

Analysis not specifically identified as drinking water are for non-regulatory compliance purposes.

11/16/2022

Page 1 of 1



Report Date: 11/16/2022

Sample ID:

Brighton Analytical LLC

2105 Pless Drive

Brighton, Michigan 48114

Phone: (810)229-7575 (810)229-8650

e-mail:bai-brighton@sbcglobal.net

EGLE Certified #9404

NELAC Accredited #176507

Arch Environmental Group

37720 Interchange Dr.

Farmington Hills, MI  48335

JoBrighton-06 Hallway Adjacent Cafeteria HydSta BF

11/09/2022

11/05/2022Sample Date/Time:

Submit Date/Time:

JoBrighton Skill Center IFDProject Name:

Project Number:

BA Project # 85914

Analyte Name Result Units RL Method Reference Analysis DateMCL

BA Sample ID CS03292

Analysis Time

12:44

13:40

AE220046 - WPS

Analyst

Drinking Water Metal Analysis

Not detectedTotal Lead (Drinking Water) 1 EPA 200.8 rev5.415 15:12ug/L LT 11/15/2022

RL=Reported detection limit for analytical method requested.  Some compounds require special

analytical methods to achieve EGLE designated target detection limits (TDL).

Released by   

Date

MCL = Maximum contaminant Levels.

Analysis not specifically identified as drinking water are for non-regulatory compliance purposes.

11/16/2022

Page 1 of 1



Report Date: 11/16/2022

Sample ID:

Brighton Analytical LLC

2105 Pless Drive

Brighton, Michigan 48114

Phone: (810)229-7575 (810)229-8650

e-mail:bai-brighton@sbcglobal.net

EGLE Certified #9404

NELAC Accredited #176507

Arch Environmental Group

37720 Interchange Dr.

Farmington Hills, MI  48335

JoBrighton-10 Room 16 Left Faucet

11/09/2022

11/05/2022Sample Date/Time:

Submit Date/Time:

JoBrighton Skill Center IFDProject Name:

Project Number:

BA Project # 85914

Analyte Name Result Units RL Method Reference Analysis DateMCL

BA Sample ID CS03293

Analysis Time

13:08

13:40

AE220046 - WPS

Analyst

Drinking Water Metal Analysis

2Total Lead (Drinking Water) 1 EPA 200.8 rev5.415 15:37ug/L LT 11/15/2022

RL=Reported detection limit for analytical method requested.  Some compounds require special

analytical methods to achieve EGLE designated target detection limits (TDL).

Released by   

Date

MCL = Maximum contaminant Levels.

Analysis not specifically identified as drinking water are for non-regulatory compliance purposes.

11/16/2022

Page 1 of 1





11/10/22, 2:08 PM AT&T Yahoo Mail - AE220046 Wyandotte PS (JoBrighton Skill Center IFD) Chain of Custody - REVISED

about:blank 1/1

AE220046 Wyandotte PS (JoBrighton Skill Center IFD) Chain of Custody - REVISED

From: Sabrina Fouche (sabrina@archenvgroup.com)
To: bai-brighton@sbcglobal.net
Date: Wednesday, November 9, 2022 at 01:56 PM EST

AE220046 Wyandotte JoBrighton Skill Center IFD Lead COC.pdf
711.1kB

Hello,
 
A set of lead saŵples ǁeƌe suďŵi�ed this ŵoƌŶiŶg uŶdeƌ the pƌojeĐt Ŷuŵďeƌ of AEϮϮϬϬϰϲ. I ǁaŶt to Ŷo�fǇ Ǉou of
aŶ eƌƌoƌ that ǁas ideŶted oŶ the ChaiŶ of CustodǇ foƌŵ foƌ the JoBƌightoŶ Skill CeŶteƌ IFD. The saŵple ID
͞JoBƌightoŶ-Ϭϭ͟ appeaƌs tǁiĐe iŶ ďoth ƌoǁ oŶe aŶd ƌoǁ siǆ. The ĐoƌƌeĐt saŵple ID foƌ ƌoǁ siǆ is ͞JoBƌightoŶ-ϭϬ͟ ǁith
the loĐa�oŶ desĐƌip�oŶ of ͞Rooŵ ϭϲ, Le� FauĐet .͟
 
I haǀe a�aĐhed the ĐoƌƌeĐted COC foƌ Ǉouƌ ƌeǀieǁ. Please let ŵe kŶoǁ if theƌe is aŶǇ addi�oŶal iŶfoƌŵa�oŶ I ĐaŶ
pƌoǀide foƌ this pƌojeĐt.
 
MaŶǇ ThaŶks,
 
Sabrina Fouche
Consultant I, cleanWATER
Arch Environmental Group, Inc.

37720 Interchange Drive, Farmington Hills, Michigan 48335
Office: (248) 426-0165 | Mobile: (248) 558-9294
www.archenvgroup.com

ElectroŶically Issued FiŶal Reports:  All doĐuŵeŶts iŶĐluded ǁith this eŵail aƌe offiĐial aŶd shall ďe ĐoŶsideƌed oƌigiŶals, uŶless ĐleaƌlǇ ŵaƌked as pƌeliŵiŶaƌǇ oƌ
dƌa� iŶ the file Ŷaŵe oƌ ǁithiŶ the teǆt of the doĐuŵeŶt.  Haƌd Đopies of these doĐuŵeŶts ǁill Ŷot ďe pƌoǀided uŶless speĐifiĐallǇ ƌeƋuested oƌ otheƌǁise
iŶdiĐated. 
 
CoŶfideŶ�ality StateŵeŶt:  The eŵail aŶd aŶǇ files tƌaŶsŵi�ed ǁith it ĐoŶtaiŶ ĐoŶfideŶ�al iŶfoƌŵa�oŶ aŶd aƌe iŶteŶded solelǇ foƌ the use of the iŶdiǀidual oƌ
eŶ�tǇ to ǁhoŵ theǇ aƌe addƌessed.  If Ǉou aƌe Ŷot the Ŷaŵed addƌessee Ǉou should Ŷot disseŵiŶate, distƌiďute oƌ ĐopǇ this e-ŵail. Please Ŷo�fǇ the seŶdeƌ
iŵŵediatelǇ ďǇ e-ŵail if Ǉou haǀe ƌeĐeiǀed this e-ŵail ďǇ ŵistake aŶd delete this e-ŵail fƌoŵ Ǉouƌ sǇsteŵ. If Ǉou aƌe Ŷot the Ŷaŵed addƌessee Ǉou should Ŷot
disseŵiŶate, distƌiďute oƌ ĐopǇ this e-ŵail.  If Ǉou aƌe Ŷot the iŶteŶded ƌeĐipieŶt, Ǉou aƌe heƌeďǇ Ŷo�fied that disĐlosiŶg, ĐopǇiŶg, distƌiďu�Ŷg oƌ takiŶg aŶǇ
aĐ�oŶ iŶ ƌeliaŶĐe oŶ the ĐoŶteŶts of this iŶfoƌŵa�oŶ is stƌiĐtlǇ pƌohiďited.  E-ŵail tƌaŶsŵissioŶ ĐaŶŶot ďe guaƌaŶteed to ďe seĐuƌe oƌ eƌƌoƌ-fƌee as iŶfoƌŵa�oŶ
Đould ďe iŶteƌĐepted, Đoƌƌupted, lost, destƌoǇed, aƌƌiǀe late oƌ iŶĐoŵplete, oƌ ĐoŶtaiŶ ǀiƌuses. The seŶdeƌ theƌefoƌe does Ŷot aĐĐept liaďilitǇ foƌ aŶǇ eƌƌoƌs oƌ
oŵissioŶs iŶ the ĐoŶteŶts of this ŵessage, ǁhiĐh aƌise as a ƌesult of e-ŵail tƌaŶsŵissioŶ. If ǀeƌifiĐa�oŶ is ƌeƋuiƌed, please ƌeƋuest a haƌd-ĐopǇ ǀeƌsioŶ. [Arch
EŶviroŶŵeŶtal Group, IŶc. ;healthAIR, ĐleaŶWATER, safeEARTHͿ; ϯϳϳϮϬ IŶteƌĐhaŶge Dƌiǀe, FaƌŵiŶgtoŶ Hills, MiĐhigaŶ ϰϴϯϯϱ; ǁǁǁ.aƌĐheŶǀgƌoup.Đoŵ]
 
RecycliŶg & CoŶserva�oŶ:  Arch EŶviroŶŵeŶtal Group, IŶc. is Đoŵŵi�ed to ƌeĐǇĐliŶg all aǀailaďle ŵateƌials aŶd to the ĐoŶseƌǀa�oŶ of ƌesouƌĐes.  Please
ĐoŶsideƌ ouƌ ĐoŵŵitŵeŶt pƌioƌ to pƌiŶ�Ŷg this e-ŵail.  ThaŶk Ǉou.
 

http://www.archenvgroup.com/
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